
KB70 SHG3 procedureShutdown
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5At your main
switchboard
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5All done

Your switchboard may vary in
appearance

Your system is now shutdown
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KB70 SHG3 procedureRestart
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6All done Your system will now restart.
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At your main
switchboard

SOLAR SUPPLY
MAIN SWITCH

Your switchboard may vary in
appearance

7

NETWORK

Bluetooth advertising will continue for 30 minutes.
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